
Sample Name Sample Location Date Collected Result Qualifier Unit Reporting Limit Immediate Remedial 
Response Long-Term Remedial Response

IR-5-1-KIT-KF-P-15 Kitchen Faucet 01/06/2023 0.0020 U mg/L 0.0020 NA NA
IR-5-1-KIT-KF-F-15 Kitchen Faucet 01/06/2023 0.0020 U mg/L 0.0020 NA NA
IR-5-1-KIT-KF-P-16 Kitchen Faucet 01/06/2023 0.0020 U mg/L 0.0020 NA NA
IR-5-1-KIT-KF-F-16 Kitchen Faucet 01/06/2023 0.0020 U mg/L 0.0020 NA NA

IR-5-1-CAF-DWC-P-17 Drinking Fountain w/Cooler in 
Cafeteria 01/06/2023 0.0020 U mg/L 0.0020 NA NA

IR-5-1-CAF-DWC-SS-17 Drinking Fountain w/Cooler in 
Cafeteria 01/06/2023 0.0020 U mg/L 0.0020 NA NA

IR-5-1-CAF-DWC-F-17 Drinking Fountain w/Cooler in 
Cafeteria 01/06/2023 0.0020 U mg/L 0.0020 NA NA

IR-5-1-145-DWC-P-18 Drinking Fountain w/Cooler 
Room 145 01/06/2023 0.0020 U mg/L 0.0020 NA NA

IR-5-1-145-DWC-SS-18 Drinking Fountain w/Cooler 
Room 145 01/06/2023 0.0020 U mg/L 0.0020 NA NA

IR-5-1-145-DWC-F-18 Drinking Fountain w/Cooler 
Room 145 01/06/2023 0.0020 U mg/L 0.0020 NA NA

IR-5-1-145-DWC-P-19 Drinking Fountain w/Cooler 
Room 145 01/06/2023 0.0020 U mg/L 0.0020 NA NA

IR-5-1-145-DWC-SS-19 Drinking Fountain w/Cooler 
Room 145 01/06/2023 0.0020 U mg/L 0.0020 NA NA

IR-5-1-145-DWC-F-19 Drinking Fountain w/Cooler 
Room 145 01/06/2023 0.0020 U mg/L 0.0020 NA NA

IR-5-1-136-DWC-P-20 Drinking Fountain w/Cooler 
Room 136 01/06/2023 0.0020 U mg/L 0.0020 NA NA

IR-5-1-136-DWC-SS-20 Drinking Fountain w/Cooler 
Room 136 01/06/2023 0.0020 U mg/L 0.0020 NA NA

IR-5-1-136-DWC-F-20 Drinking Fountain w/Cooler 
Room 136 01/06/2023 0.0020 U mg/L 0.0020 NA NA

IR-5-1-130-DWC-P-21 Drinking Fountain w/Cooler 
Room 130 01/06/2023 0.0020 U mg/L 0.0020 NA NA

IR-5-1-130-DWC-SS-21 Drinking Fountain w/Cooler 
Room 130 01/06/2023 0.0020 U mg/L 0.0020 NA NA

IR-5-1-130-DWC-F-21 Drinking Fountain w/Cooler 
Room 130 01/06/2023 0.0020 U mg/L 0.0020 NA NA

IR-5-1-111-DWC-P-22 Drinking Fountain w/Cooler 
Room 111 01/06/2023 0.0020 U mg/L 0.0020 NA NA

IR-5-1-111-DWC-SS-22 Drinking Fountain w/Cooler 
Room 111 01/06/2023 0.0020 U mg/L 0.0020 NA NA

IR-5-1-111-DWC-F-22 Drinking Fountain w/Cooler 
Room 111 01/06/2023 0.0020 U mg/L 0.0020 NA NA

IR-5-1-111-DWC-P-23 Drinking Fountain w/Cooler 
Room 111 01/06/2023 0.0020 U mg/L 0.0020 NA NA

IR-5-1-111-DWC-SS-23 Drinking Fountain w/Cooler 
Room 111 01/06/2023 0.0020 U mg/L 0.0020 NA NA

IR-5-1-111-DWC-F-23 Drinking Fountain w/Cooler 
Room 111 01/06/2023 0.0020 U mg/L 0.0020 NA NA

IR-5-2-521-DWC-P-24 Drinking Fountain w/Cooler 
Room 521 01/06/2023 0.0020 U mg/L 0.0020 NA NA

IR-5-2-521-DWC-SS-24 Drinking Fountain w/Cooler 
Room 521 01/06/2023 0.0020 U mg/L 0.0020 NA NA

IR-5-2-521-DWC-F-24 Drinking Fountain w/Cooler 
Room 521 01/06/2023 0.0020 U mg/L 0.0020 NA NA

IR-5-2-509-DWC-P-25 Drinking Fountain w/Cooler 
Room 509 01/06/2023 0.0020 U mg/L 0.0020 NA NA

IR-5-2-509-DWC-SS-25 Drinking Fountain w/Cooler 
Room 509 01/06/2023 0.0020 U mg/L 0.0020 NA NA

IR-5-2-509-DWC-F-25 Drinking Fountain w/Cooler 
Room 306 01/06/2023 0.0020 U mg/L 0.0020 NA NA

IR-5-1-306-DWC-P-26 Drinking Fountain w/Cooler 
Room 306 01/06/2023 0.0020 U mg/L 0.0020 NA NA

IR-5-1-306-DWC-SS-26 Drinking Fountain w/Cooler 
Room 306 01/06/2023 0.0020 U mg/L 0.0020 NA NA

IR-5-1-306-DWC-F-26 Drinking Fountain w/Cooler 
Room 306 01/06/2023 0.0020 U mg/L 0.0020 NA NA

IR-5-2-601-DWC-P-27 Drinking Fountain w/Cooler 
Room 601 01/06/2023 0.0020 U mg/L 0.0020 NA NA

IR-5-2-601-DWC-SS-27 Drinking Fountain w/Cooler 
Room 601 01/06/2023 0.0020 U mg/L 0.0020 NA NA

IR-5-2-601-DWC-F-27 Drinking Fountain w/Cooler 
Room 601 01/06/2023 0.0020 U mg/L 0.0020 NA NA
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