
Sample Name Sample Location Date Collected Result Qualifier Unit Reporting Limit Immediate Remedial Response Long-Term Remedial Response

IR-7-1-Kit-KF-P-01 Kitchen Faucet 01/04/2023 0.0038 mg/L 0.0020 NA NA
IR-7-1-Kit-KF-F-01 Kitchen Faucet 01/04/2023 0.002 U mg/L 0.0020 NA NA

IR-7-1-Kit-KF-P-02 Kitchen Faucet 01/04/2023 0.0079 mg/L 0.0020

 Shut off/disconnect outlet,  Post "Not for 
Drinking/Cooking at outlet, Provide 
Filters at Problem Tap, Continuous 

Daily/Weekly Flushing, Provide Bottle 
Water, Resample

Follow Immediate Remedial Response and 
Resample. If High Levels Remain follow the Long‐

Term Remedial Response: Provide Filters, 
Replace Problem Outlet, Replace Pipe, 

Reconfigure Plumbing, Resample
IR-7-1-Kit-KF-F-02 Kitchen Faucet 01/04/2023 0.00075 J mg/L 0.0020 NA NA
IR-7-1-Kit-KF-P-03 Kitchen Faucet 01/04/2023 0.0039 mg/L 0.0020 NA NA
IR-7-1-Kit-KF-F-03 Kitchen Faucet 01/04/2023 0.0036 mg/L 0.0020 NA NA
IR-7-1-Kit-KF-P-04 Kitchen Faucet 01/04/2023 0.0026 mg/L 0.0020 NA NA
IR-7-1-Kit-KF-F-04 Kitchen Faucet 01/04/2023 0.002 U mg/L 0.0020 NA NA
IR-7-1-Kit-KF-P-05 Kitchen Faucet 01/04/2023 0.0026 mg/L 0.0020 NA NA
IR-7-1-Kit-KF-F-05 Kitchen Faucet 01/04/2023 0.002 U mg/L 0.0020 NA NA

IR-7-1-B131-DWC-P-07 Drinking Fountain w/Cooler 
Room B131 01/04/2023 0.0011 J mg/L 0.0020 NA NA

IR-7-1-B131-DWC-SS-07 Drinking Fountain w/Cooler 
Room B131 01/04/2023 0.0011 J mg/L 0.0020 NA NA

IR-7-1-B131-DWC-F-07 Drinking Fountain w/Cooler 
Room B131 01/04/2023 0.002 U mg/L 0.0020 NA NA

IR-7-1-B118-DWC-P-08 Drinking Fountain w/Cooler 
Room B118 01/04/2023 0.002 U mg/L 0.0020 NA NA

IR-7-1-B118-DWC-SS-08 Drinking Fountain w/Cooler 
Room B118 01/04/2023 0.00091 J mg/L 0.0020 NA NA

IR-7-1-B118-DWC-F-08 Drinking Fountain w/Cooler 
Room B118 01/04/2023 0.0011 J mg/L 0.0020 NA NA

IR-7-1-B113-DWC-P-09 Drinking Fountain w/Cooler 
Room B113 01/04/2023 0.0028 mg/L 0.0020 NA NA

IR-7-1-B113-DWC-SS-09 Drinking Fountain w/Cooler 
Room B113 01/04/2023 0.0035 mg/L 0.0020 NA NA

IR-7-1-B113-DWC-F-09 Drinking Fountain w/Cooler 
Room B113 01/04/2023 0.003 mg/L 0.0020 NA NA

IR-7-1-B102-DWC-P-10 Drinking Fountain w/Cooler 
Room B102 01/04/2023 0.0018 J mg/L 0.0020 NA NA

IR-7-1-B102-DWC-SS-10 Drinking Fountain w/Cooler 
Room B102 01/04/2023 0.002 mg/L 0.0020 NA NA

IR-7-1-B102-DWC-F-10 Drinking Fountain w/Cooler 
Room B102 01/04/2023 0.0021 mg/L 0.0020 NA NA

IR-7-1-B102-DWC-P-11 Drinking Fountain w/Cooler 
Room B102 01/04/2023 0.00074 J mg/L 0.0020 NA NA

IR-7-1-B102-DWC-SS-11 Drinking Fountain w/Cooler 
Room B102 01/04/2023 0.0011 J mg/L 0.0020 NA NA

IR-7-1-B102-DWC-F-11 Drinking Fountain w/Cooler 
Room B102 01/04/2023 0.001 J mg/L 0.0020 NA NA

IR-7-1-B102-DWC-P-12 Drinking Fountain w/Cooler 
Room B102 01/04/2023 0.00081 J mg/L 0.0020 NA NA

IR-7-1-B102-DWC-SS-12 Drinking Fountain w/Cooler 
Room B102 01/04/2023 0.002 U mg/L 0.0020 NA NA

IR-7-1-B102-DWC-F-12 Drinking Fountain w/Cooler 
Room B102 01/04/2023 0.002 U mg/L 0.0020 NA NA

IR-7-1-D133-DWC-P-13 Drinking Fountain w/Cooler 
Room D133 01/04/2023 0.00069 J mg/L 0.0020 NA NA

IR-7-1-D133-DWC-SS-13 Drinking Fountain w/Cooler 
Room D133 01/04/2023 0.0011 J mg/L 0.0020 NA NA

IR-7-1-D133-DWC-F-13 Drinking Fountain w/Cooler 
Room D133 01/04/2023 0.0017 J mg/L 0.0020 NA NA

IR-7-1-CAF-DWC-P-14 Drinking Fountain w/Cooler 
Cafeteria 01/04/2023 0.002 U mg/L 0.0020 NA NA

IR-7-1-CAF-DWC-SS-14 Drinking Fountain w/Cooler 
Cafeteria 01/04/2023 0.002 U mg/L 0.0020 NA NA

IR-7-1-CAF-DWC-F-14 Drinking Fountain w/Cooler 
Cafeteria 01/04/2023 0.002 U mg/L 0.0020 NA NA

IR-7-1-CAF-WBF-P-15 Water Bottle Filler in 
Cafeteria 01/04/2023 0.002 U mg/L 0.0020 NA NA

IR-7-1-CAF-WBF-SS-15 Water Bottle Filler in 
Cafeteria 01/04/2023 0.002 U mg/L 0.0020 NA NA

IR-7-1-CAF-WBF-F-15 Water Bottle Filler in 
Cafeteria 01/04/2023 0.002 U mg/L 0.0020 NA NA

IR-7-1-D117-DWC-P-16 Drinking Fountain w/Cooler 
Room D117 01/04/2023 0.0014 J mg/L 0.0020 NA NA

IR-7-1-D117-DWC-SS-16 Drinking Fountain w/Cooler 
Room D117 01/04/2023 0.0012 J mg/L 0.0020 NA NA

IR-7-1-D117-DWC-F-16 Drinking Fountain w/Cooler 
Room D117 01/04/2023 0.0012 J mg/L 0.0020 NA NA

IR-7-1-D117-DWC-P-17 Drinking Fountain w/Cooler 
Room D117 01/04/2023 0.0014 J mg/L 0.0020 NA NA

IR-7-1-D117-DWC-SS-17 Drinking Fountain w/Cooler 
Room D117 01/04/2023 0.0023 mg/L 0.0010 NA NA

IR-7-1-D117-DWC-F-17 Drinking Fountain w/Cooler 
Room D117 01/04/2023 0.0013 J mg/L 0.0020 NA NA

IR-7-1-E102-DWC-P-18 Drinking Fountain w/Cooler 
Room E102 01/04/2023 0.0021 mg/L 0.0020 NA NA

IR-7-1-E102-DWC-SS-18 Drinking Fountain w/Cooler 
Room E102 01/04/2023 0.0041 mg/L 0.0020 NA NA



IR-7-1-E102-DWC-F-18 Drinking Fountain w/Cooler 
Room E102 01/04/2023 0.0068 mg/L 0.0010 NA NA

IR-7-1-E102-DWC-P-19 Drinking Fountain w/Cooler 
Room E102 01/04/2023 0.0083 mg/L 0.0010

 Shut off/disconnect outlet,  Post "Not for 
Drinking/Cooking at outlet, Provide 
Filters at Problem Tap, Continuous 

Daily/Weekly Flushing, Provide Bottle 
Water, Resample

Follow Immediate Remedial Response and 
Resample. If High Levels Remain follow the Long‐

Term Remedial Response: Provide Filters, 
Replace Problem Outlet, Replace Pipe, 

Reconfigure Plumbing, Resample

IR-7-1-E102-DWC-SS-19 Drinking Fountain w/Cooler 
Room E102 01/04/2023 0.0068 mg/L 0.0010 NA NA

IR-7-1-E102-DWC-F-19 Drinking Fountain w/Cooler 
Room E102 01/04/2023 0.0069 mg/L 0.0010 NA NA

IR-7-2-D214-DWC-P-20 Drinking Fountain w/Cooler 
Room D214 01/04/2023 0.0022 mg/L 0.0010 NA NA

IR-7-2-D214-DWC-SS-20 Drinking Fountain w/Cooler 
Room D214 01/04/2023 0.0032 mg/L 0.0010 NA NA

IR-7-2-D214-DWC-F-20 Drinking Fountain w/Cooler 
Room D214 01/04/2023 0.0038 mg/L 0.0010 NA NA

IR-7-2-D214-DWC-P-21 Drinking Fountain w/Cooler 
Room D214 01/04/2023 0.0082 mg/L 0.0010

 Shut off/disconnect outlet,  Post "Not for 
Drinking/Cooking at outlet, Provide 
Filters at Problem Tap, Continuous 

Daily/Weekly Flushing, Provide Bottle 
Water, Resample

Follow Immediate Remedial Response and 
Resample. If High Levels Remain follow the Long‐

Term Remedial Response: Provide Filters, 
Replace Problem Outlet, Replace Pipe, 

Reconfigure Plumbing, Resample

IR-7-2-D214-DWC-SS-21 Drinking Fountain w/Cooler 
Room D214 01/04/2023 0.0032 mg/L 0.0010 NA NA

IR-7-2-D214-DWC-F-21 Drinking Fountain w/Cooler 
Room D214 01/04/2023 0.0028 mg/L 0.0010 NA NA
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Not Detected in Laboratory 
Analysis 

J
Result is Between Laboratory 
Detection Limit & Laboratory 

Reporting Limit


