
Sample Name Sample Location Date Collected Result Qualifier Unit Reporting Limit

IR-17-1-KIT-KF-P-01 Kitchen Faucet 01/04/2023 0.0012 mg/L 0.0010
IR-17-1-KIT-KF-F-01 Kitchen Faucet 01/04/2023 0.002 U mg/L 0.0020
IR-17-1-KIT-KF-P-02 Kitchen Faucet 01/04/2023 0.0023 mg/L 0.0010
IR-17-1-KIT-KF-F-02 Kitchen Faucet 01/04/2023 0.002 U mg/L 0.0020
IR-17-1-KIT-KF-P-03 Kitchen Faucet 01/04/2023 0.00097 J mg/L 0.0020
IR-17-1-KIT-KF-F-03 Kitchen Faucet 01/04/2023 0.002 U mg/L 0.0020
IR-17-1-KIT-KF-P-04 Kitchen Faucet 01/04/2023 0.0034 mg/L 0.0010
IR-17-1-KIT-KF-F-04 Kitchen Faucet 01/04/2023 0.002 U mg/L 0.0020
IR-17-1-KIT-KF-P-05 Kitchen Faucet 01/04/2023 0.005 mg/L 0.0010
IR-17-1-KIT-KF-F-05 Kitchen Faucet 01/04/2023 0.002 U mg/L 0.0020

IR-17-1-KIT-KF-P-06 Kitchen Faucet 01/04/2023 0.012 mg/L 0.0020

IR-17-1-KIT-KF-F-06 Kitchen Faucet 01/04/2023 0.002 U mg/L 0.0020

IR-17-1-F102-DWC-P-07 Drinking Water Fountain w/ Cooler 
Room F102 01/04/2023 0.002 U mg/L 0.0020

IR-17-1-F102-DWC-SS-07 Drinking Water Fountain w/ Cooler  
Room F102 01/04/2023 0.002 U mg/L 0.0020

IR-17-1-F102-DWC-F-07 Drinking Water Fountain w/ Cooler  
Room F102 01/04/2023 0.002 U mg/L 0.0020

IR-17-1-F102-DWC-P-08 Drinking Water Fountain w/ Cooler  
Room F102 01/04/2023 0.002 U mg/L 0.0020

IR-17-1-F102-DWC-SS-08 Drinking Water Fountain w/ Cooler  
Room F102 01/04/2023 0.002 U mg/L 0.0020

IR-17-1-F102-DWC-F-08 Drinking Water Fountain w/ Cooler  
Room F102 01/04/2023 0.002 U mg/L 0.0020

IR-17-1-F106-DWC-P-09 Drinking Water Fountain w/ Cooler  
Room F106 01/04/2023 0.002 U mg/L 0.0020

IR-17-1-F106-DWC-SS-09 Drinking Water Fountain w/ Cooler  
Room F106 01/04/2023 0.002 U mg/L 0.0020

IR-17-1-F106-DWC-F-09 Drinking Water Fountain w/ Cooler  
Room F106 01/04/2023 0.002 U mg/L 0.0020

IR-17-1-CAF-DWC-P-10 Drinking Water Fountain w/Cooler 
inside Cafeteria 01/04/2023 0.002 U mg/L 0.0020

IR-17-1-CAF-DWC-SS-10 Drinking Water Fountain w/Cooler 
inside Cafeteria 01/04/2023 0.002 U mg/L 0.0020

IR-17-1-CAF-DWC-F-10 Drinking Water Fountain w/Cooler 
inside Cafeteria 01/04/2023 0.002 U mg/L 0.0020

IR-17-1-CAF-DWC-P-11 Drinking Water Fountain w/Cooler 
inside Cafeteria 01/04/2023 0.002 U mg/L 0.0020

IR-17-1-CAF-DWC-SS-11 Drinking Water Fountain w/Cooler 
inside Cafeteria 01/04/2023 0.002 U mg/L 0.0020

IR-17-1-CAF-DWC-F-11 Drinking Water Fountain w/Cooler 
inside Cafeteria 01/04/2023 0.002 U mg/L 0.0020

IR-17-1-E109-DWC-P-12 Drinking Water Fountain w/Cooler  
Room E109 01/04/2023 0.002 U mg/L 0.0020

IR-17-1-E109-DWC-SS-12 Drinking Water Fountain w/Cooler  
Room E109 01/04/2023 0.002 U mg/L 0.0020

IR-17-1-E109-DWC-F-12 Drinking Water Fountain w/Cooler  
Room E109 01/04/2023 0.002 U mg/L 0.0020

IR-17-1-E109-DWC-P-13 Drinking Water Fountain w/Cooler  
Room E109 01/04/2023 0.002 U mg/L 0.0020

IR-17-1-E109-DWC-SS-13 Drinking Water Fountain w/Cooler  
Room E109 01/04/2023 0.002 U mg/L 0.0020

IR-17-1-E109-DWC-F-13 Drinking Water Fountain w/Cooler  
Room E109 01/04/2023 0.002 U mg/L 0.0020

IR-17-1-ED116-DWC-P-14 Drinking Water Fountain w/Cooler  
Room ED116 01/04/2023 0.002 U mg/L 0.0020

IR-17-1-ED116-DWC-SS-14 Drinking Water Fountain w/Cooler  
Room ED116 01/04/2023 0.002 U mg/L 0.0020

IR-17-1-D116-DWC-F-14 Drinking Water Fountain w/Cooler  
Room ED116 01/04/2023 0.002 U mg/L 0.0020

IR-17-1-D116-WBF-P-15 Drinking Water Fountain w/Cooler  
Room ED116 01/04/2023 0.002 U mg/L 0.0020

IR-17-1-D116-WBF-SS-15 Drinking Water Fountain w/Cooler  
Room ED116 01/04/2023 0.002 U mg/L 0.0020

IR-17-1-D116-WBF-F-15 Drinking Water Fountain w/Cooler  
Room ED116 01/04/2023 0.002 U mg/L 0.0020

IR-17-1-D116-CF-P-16 Drinking Water Fountain w/Cooler  
Room ED116 01/04/2023 0.002 U mg/L 0.0020

IR-17-1-D116-CF-F-16 Drinking Water Fountain w/Cooler  
Room ED116 01/04/2023 0.002 U mg/L 0.0020

IR-17-1-C111-DWC-P-17 Drinking Water Fountain w/Cooler  
RoomC111 01/04/2023 0.002 U mg/L 0.0020

IR-17-1-C111-DWC-SS-17 Drinking Water Fountain w/Cooler  
RoomC111 01/04/2023 0.002 U mg/L 0.0020

IR-17-1-C111-DWC-F-17 Drinking Water Fountain w/Cooler  
Room C111 01/04/2023 0.002 U mg/L 0.0020

IR-17-1-C111-DWC-P-18 Drinking Water Fountain w/Cooler  
Room C111 01/04/2023 0.002 U mg/L 0.0020

IR-17-1-C111-DWC-SS-18 Drinking Water Fountain w/Cooler  
Room C111 01/04/2023 0.002 U mg/L 0.0020
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Immediate Remedial Response Long-Term Remedial Response

 Shut off/disconnect outlet,  Post "Not for 
Drinking/Cooking at outlet, Provide Filters at 

Problem Tap, Continuous Daily/Weekly 
Flushing, Provide Bottle Water, Resample

Follow Immediate Remedial Response and Resample. If 
High Levels Remain follow the Long‐Term Remedial 

Response: Provide Filters, Replace Problem Outlet, Replace 
Pipe, Reconfigure Plumbing, Resample
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IR-17-1-C111-DWC-F-18 Drinking Water Fountain w/Cooler  
Room C111 01/04/2023 0.002 U mg/L 0.0020

IR-17-1-A145-DWC-P-19 Drinking Water Fountain w/Cooler  
Room A145 01/04/2023 0.002 U mg/L 0.0020

IR-17-1-A145-DWC-SS-19 Drinking Water Fountain w/Cooler  
Room A145 01/04/2023 0.002 U mg/L 0.0020

IR-17-1-A145-DWC-F-19 Drinking Water Fountain w/Cooler  
Room A145 01/04/2023 0.002 U mg/L 0.0020

IR-17-1-A145-DWC-P-20 Drinking Water Fountain w/Cooler  
Room A145 01/04/2023 0.002 U mg/L 0.0020

IR-17-1-A145-DWC-SS-20 Drinking Water Fountain w/Cooler  
Room A145 01/04/2023 0.002 U mg/L 0.0020

IR-17-1-A145-DWC-F-20 Drinking Water Fountain w/Cooler  
Room A145 01/04/2023 0.002 U mg/L 0.0020

IR-17-2-A200-DWC-P-22 Drinking Water Fountain w/Cooler  
Room A200 01/04/2023 0.002 U mg/L 0.0020

IR-17-2-A200-DWC-SS-22 Drinking Water Fountain w/Cooler  
Room A200 01/04/2023 0.002 U mg/L 0.0020

IR-17-2-A200-DWC-F-22 Drinking Water Fountain w/Cooler  
Room A200 01/04/2023 0.002 U mg/L 0.0020

IR-17-2-A200-DWC-P-23 Drinking Water Fountain w/Cooler  
Room A200 01/04/2023 0.002 U mg/L 0.0020

IR-17-2-A200-DWC-SS-23 Drinking Water Fountain w/Cooler  
Room A200 01/04/2023 0.002 U mg/L 0.0020

IR-17-2-A200-DWC-F-23 Drinking Water Fountain w/Cooler  
Room A200 01/04/2023 0.002 U mg/L 0.0020

IR-17-2-C210-DWC-P-24 Drinking Water Fountain w/Cooler  
Room C210 01/04/2023 0.002 U mg/L 0.0020

IR-17-2-C210-DWC-SS-24 Drinking Water Fountain w/Cooler  
Room C210 01/04/2023 0.002 U mg/L 0.0020

IR-17-2-C210-DWC-F-24 Drinking Water Fountain w/Cooler  
Room C210 01/04/2023 0.002 U mg/L 0.0020

IR-17-2-D202-DWC-P-25 Drinking Water Fountain w/Cooler  
Room D202 01/04/2023 0.002 U mg/L 0.0020

IR-17-2-D202-DWC-SS-25 Drinking Water Fountain w/Cooler  
Room D202 01/04/2023 0.002 U mg/L 0.0020

IR-17-2-D202-DWC-F-25 Drinking Water Fountain w/Cooler  
Room D202 01/04/2023 0.002 U mg/L 0.0020

IR-17-2-D202-DWC-P-26 Drinking Water Fountain w/Cooler  
Room D202 01/04/2023 0.002 U mg/L 0.0020

IR-17-2-D202-DWC-SS-26 Drinking Water Fountain w/Cooler  
Room D202 01/04/2023 0.002 U mg/L 0.0020

IR-17-2-D202-DWC-F-26 Drinking Water Fountain w/Cooler  
Room D202 01/04/2023 0.002 U mg/L 0.0020

IR-17-2-E207-DWC-P-27 Drinking Water Fountain w/Cooler  
Room E207 01/04/2023 0.002 U mg/L 0.0020

IR-17-2-E207-DWC-SS-27 Drinking Water Fountain w/Cooler  
Room E207 01/04/2023 0.002 U mg/L 0.0020

IR-17-2-E207-DWC-F-27 Drinking Water Fountain w/Cooler  
Room E207 01/04/2023 0.002 U mg/L 0.0020

IR-17-2-E207-DWC-P-28 Drinking Water Fountain w/Cooler  
Room E207 01/04/2023 0.002 U mg/L 0.0020

IR-17-2-E207-DWC-SS-28 Drinking Water Fountain w/Cooler  
Room E207 01/04/2023 0.002 U mg/L 0.0020

IR-17-2-E207-DWC-F-28 Drinking Water Fountain w/Cooler  
Room E207 01/04/2023 0.002 U mg/L 0.0020
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Not Detected in Laboratory 
Analysis 

J
Result is Between Laboratory 
Detection Limit & Laboratory 
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NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA


