
Sample Name Sample Location Date Collected Result Qualifier Unit Reporting 
Limit

IR-16-1-A106-cf-P-01R Classroom Faucet in Room A106 12/23/2022 0.002 U mg/L 0.0020
IR-16-1-A106-cf-f-O1R Classroom Faucet in Room A106 12/23/2022 0.002 U mg/L 0.0020

IR-16-1-A106-cf-P-02CR Classroom Faucet in Room A106 12/23/2022 0.011 mg/L 0.0020

IR-16-1-A106-cf-f-02CR Classroom Faucet in Room A106 12/23/2022 0.00072 J mg/L 0.0020
IR-16-1-A1106-cf-P-03CL Classroom Faucet in Room A106 12/23/2022 0.0071 mg/L 0.0020
IR-16-1-A106-cf-f-03CL Classroom Faucet in Room A106 12/23/2022 0.001 J mg/L 0.0020

IR-16-1-A106-cf-P-04L Classroom Faucet in Room A106 12/23/2022 0.013 mg/L 0.0020

IR-16-1-A106-cf-f-04L Classroom Faucet in Room A106 12/23/2022 0.002 mg/L 0.0020

IR-16-1-CON-cf-P-05 Classroom Faucet in Conference 
Room 12/23/2022 0.00084 J mg/L 0.0020

IR-16-1-CON-cf-f-05 Classroom Faucet in Conference 
Room 12/23/2022 0.002 U mg/L 0.0020

IR-16-1-CC-DWC-P-08 Drinking Water Fountain w/Cooler 
outside Custodial Closet 12/23/2022 0.002 U mg/L 0.0020

IR-16-1-CC-DWC-SS-08 Drinking Water Fountain w/Cooler 
outside Custodial Closet 12/23/2022 0.002 U mg/L 0.0020

IR-16-1-CC-DWC-f-08 Drinking Water Fountain w/Cooler 
outside Custodial Closet 12/23/2022 0.002 U mg/L 0.0020

IR-16-1-Cafe-DWC-P-09R Drinking Water w/Cooler in Cafeteria 12/23/2022 0.002 U mg/L 0.0020
IR-16-1-Cafe-DWC-SS-09R Drinking Water w/Cooler in Cafeteria 12/23/2022 0.002 U mg/L 0.0020
IR-16-1-Cafe-DWC-f-09R Drinking Water w/Cooler in Cafeteria 12/23/2022 0.002 U mg/L 0.0020
IR-16-1-Cafe-DWC-P-10C Drinking Water w/Cooler in Cafeteria 12/23/2022 0.002 U mg/L 0.0020

IR-16-1-Cafe-DWC-SS-10C Drinking Water w/Cooler in Cafeteria 12/23/2022 0.002 U mg/L 0.0020
IR-16-1-Cafe-DWC-f-10C Drinking Water w/Cooler in Cafeteria 12/23/2022 0.002 U mg/L 0.0020
IR-16-1-Cafe-DWC-P-11L Drinking Water w/Cooler in Cafeteria 12/23/2022 0.002 U mg/L 0.0020

IR-16-1-Cafe-DWC-SS-11L Drinking Water w/Cooler in Cafeteria 12/23/2022 0.002 U mg/L 0.0020
IR-16-1-Cafe-DWC-f-11L Drinking Water w/Cooler in Cafeteria 12/23/2022 0.002 U mg/L 0.0020

IR-16-1-Kit-kf-P-12 Kitchen Faucet 12/23/2022 0.00078 J mg/L 0.0020
IR-16-1-Kit-kf-f-12 Kitchen Faucet 12/23/2022 0.002 U mg/L 0.0020
IR-16-1-Kit-kf-P-13 Kitchen Faucet 12/23/2022 0.0036 mg/L 0.0020
IR-16-1-Kit-kf-f-13 Kitchen Faucet 12/23/2022 0.002 U mg/L 0.0020
IR-16-1-Kit-kf-P-14 Kitchen Faucet 12/23/2022 0.0023 mg/L 0.0020
IR-16-1-Kit-kf-f-14 Kitchen Faucet 12/23/2022 0.002 U mg/L 0.0020

IR-16-1-GC-DWC-P-15R Drinking Water w/Cooler  Guidance 
Counselor Office 12/23/2022 0.002 U mg/L 0.0020

IR-16-1-GC-DWC-SS-15R Drinking Water w/Cooler  Guidance 
Counselor Office 12/23/2022 0.002 U mg/L 0.0020

IR-16-1-GC-DWC-f-15R Drinking Water w/Cooler  Guidance 
Counselor Office 12/23/2022 0.002 U mg/L 0.0020

IR-16-1-GC-DWC-P-16C Drinking Water w/Cooler  Guidance 
Counselor Office 12/23/2022 0.002 U mg/L 0.0020

IR-16-1-GC-DWC-SS-16C Drinking Water w/Cooler  Guidance 
Counselor Office 12/23/2022 0.002 U mg/L 0.0020

IR-16-1-GC-DWC-f-16C Drinking Water w/Cooler  Guidance 
Counselor Office 12/23/2022 0.002 U mg/L 0.0020

IR-16-1-GC-DWC-P-17L Drinking Water w/Cooler  Guidance 
Counselor Office 12/23/2022 0.002 U mg/L 0.0020

IR-16-1-GC-DWC-SS-17L Drinking Water w/Cooler  Guidance 
Counselor Office 12/23/2022 0.002 U mg/L 0.0020

IR-16-1-GC-DWC-f-17L Drinking Water w/Cooler  Guidance 
Counselor Office 12/23/2022 0.002 U mg/L 0.0020

IR-16-1-Lib-DWC-P-18R Drinking Water Fountain w/Cooler  
Library 12/23/2022 0.002 U mg/L 0.0020

IR-16-1-Lib-DWC-SS-18R Drinking Water Fountain w/Cooler  
Library 12/23/2022 0.002 U mg/L 0.0020

IR-16-1-Lib-DWC-f-18R Drinking Water Fountain w/Cooler  
Library 12/23/2022 0.00066 J mg/L 0.0020

IR-16-1-Lib-DWC-P-20L Drinking Water Fountain w/Cooler  
Library 12/23/2022 0.002 U mg/L 0.0020

IR-16-1-Lib-DWC-SS-20L Drinking Water Fountain w/Cooler  
Library 12/23/2022 0.002 U mg/L 0.0020

IR-16-1-Lib-DWC-f-20L Drinking Water Fountain w/Cooler  
Library 12/23/2022 0.002 U mg/L 0.0020

IR-16-1-D114-DWC-P-21R Drinking Water Fountain w/Cooler  
Room D114 12/23/2022 0.002 U mg/L 0.0020

IR-16-1-D114-DWC-SS-21R Drinking Water Fountain w/Cooler  
Room D115 12/23/2022 0.002 U mg/L 0.0020

IR-16-1-D114-DWC-f-21R Drinking Water Fountain w/Cooler  
Room D116 12/23/2022 0.002 U mg/L 0.0020

IR-16-1-D114-DWC-P-22C Drinking Water Fountain w/Cooler  
Room D117 12/23/2022 0.002 U mg/L 0.0020

IR-16-1-D114-DWC-SS-22C Drinking Water Fountain w/Cooler  
Room D118 12/23/2022 0.002 U mg/L 0.0020
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IR-16-1-D114-DWC-f-22C Drinking Water Fountain w/Cooler  
Room D119 12/23/2022 0.002 U mg/L 0.0020

IR-16-1-D114-DWC-P-23L Drinking Water Fountain w/Cooler  
Room D120 12/23/2022 0.002 U mg/L 0.0020

IR-16-1-D114-DWC-SS-23L Drinking Water Fountain w/Cooler  
Room D121 12/23/2022 0.002 U mg/L 0.0020

IR-16-1-D114-DWC-f-23L Drinking Water Fountain w/Cooler  
Room D122 12/23/2022 0.002 U mg/L 0.0020

IR-16-1-TL-CF-P-24 Room Faucet in Teachers Lounge 12/23/2022 0.00074 J mg/L 0.0020
IR-16-1-TL-cf-f-24 Room Faucet in Teachers Lounge 12/23/2022 0.002 U mg/L 0.0020

P Primary Sample U
SS Sequential Sample
F Flush Sample
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Key ‐ Sample Name Key ‐ Qualifier
Not Detected in Laboratory 

J
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