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IR-14-1-KIT-KF-P-01 Kitchen Faucet 01/13/2023 0.0041 mg/L 0.0020 NA NA

IR-14-1-KIT-KF-F-01 Kitchen Faucet 01/13/2023 0.0020 U mg/L 0.0020 NA NA

IR-14-1-KIT-KF-P-02 Kitchen Faucet 01/13/2023 0.0022 mg/L 0.0020 NA NA

IR-14-1-KIT-KF-F-02 Kitchen Faucet 01/13/2023 0.00094 J mg/L 0.0020 NA NA

IR-14-1-KIT-KF-P-03 Kitchen Faucet 01/13/2023 0.0020 U mg/L 0.0020 NA NA

IR-14-1-KIT-KF-F-03 Kitchen Faucet 01/13/2023 0.0020 U mg/L 0.0020 NA NA

IR-14-1-KIT-KF-P-04 Kitchen Faucet 01/13/2023 0.0021 mg/L 0.0020 NA NA

IR-14-1-KIT-KF-F-04 Kitchen Faucet 01/13/2023 0.0010 J mg/L 0.0020 NA NA

IR-14-1-KIT-KF-P-05 Kitchen Faucet 01/13/2023 0.0036 mg/L 0.0020 NA NA

IR-14-1-KIT-KF-F-05 Kitchen Faucet 01/13/2023 0.0017 J mg/L 0.0020 NA NA

IR-14-1-KIT-KF-P-06 Kitchen Faucet 01/13/2023 0.0046 mg/L 0.0020 NA NA

IR-14-1-KIT-KF-F-06 Kitchen Faucet 01/13/2023 0.0020 J mg/L 0.0020 NA NA

IR-14-1-CAF-DWC-P-07
Water Fountain w/Cooler 

Cafeteria 
01/13/2023 0.00097 J mg/L 0.0020 NA NA

IR-14-1-CAF-DWC-SS-07
Water Fountain w/Cooler 

Cafeteria 
01/13/2023 0.0011 J mg/L 0.0020 NA NA

IR-14-1-CAF-DWC-F-07
Water Fountain w/Cooler 

Cafeteria 
01/13/2023 0.0015 J mg/L 0.0020 NA NA

IR-14-1-MR-DWC-P-08
Water Fountain w/Cooler 

by Men's Restroom 
01/13/2023 0.0020 U mg/L 0.0020 NA NA

IR-14-1-MR-DWC-SS-08
Water Fountain w/Cooler 

by Men's Restroom 
01/13/2023 0.0020 U mg/L 0.0020 NA NA

IR-14-1-MR-DWC-F-08
Water Fountain w/Cooler 

by Men's Restroom 
01/13/2023 0.0020 U mg/L 0.0020 NA NA

IR-14-1-150-DWC-P-09
Water Fountain w/Cooler 

Room 150
01/13/2023 0.0020 U mg/L 0.0020 NA NA

IR-14-1-150-DWC-SS-09
Water Fountain w/Cooler 

Room 150
01/13/2023 0.0020 U mg/L 0.0020 NA NA

IR-14-1-150-DWC-F-09
Water Fountain w/Cooler 

Room 150
01/13/2023 0.0020 U mg/L 0.0020 NA NA

IR-14-1-151-DWC-P-10
Water Fountain w/Cooler 

Room 151
01/13/2023 0.0020 U mg/L 0.0020 NA NA

IR-14-1-151-DWC-SS-10
Water Fountain w/Cooler 

Room 151
01/13/2023 0.0020 U mg/L 0.0020 NA NA

IR-14-1-151-DWC-F-10
Water Fountain w/Cooler 

Room 151
01/13/2023 0.0020 U mg/L 0.0020 NA NA

IR-14-1-MR-DWC-P-11
Water Fountain w/Cooler 

by Men's Restroom 
01/13/2023 0.0020 U mg/L 0.0020 NA NA

IR-14-1-MR-DWC-SS-11
Water Fountain w/Cooler 

by Men's Restroom 
01/13/2023 0.0020 U mg/L 0.0020 NA NA

IR-14-1-MR-DWC-F-11
Water Fountain w/Cooler 

by Men's Restroom 
01/13/2023 0.0020 U mg/L 0.0020 NA NA

IR-14-1-MR-DWC-P-12
Water Fountain w/Cooler 

by Men's Restroom 
01/13/2023 0.0020 U mg/L 0.0020 NA NA

IR-14-1-MR-DWC-SS-12
Water Fountain w/Cooler 

by Men's Restroom 
01/13/2023 0.0020 U mg/L 0.0020 NA NA

IR-14-1-MR-DWC-F-12
Water Fountain w/Cooler 

by Men's Restroom 
01/13/2023 0.0020 U mg/L 0.0020 NA NA

IR-14-1-165-DW-P-13 Water Fountain Room 165 01/13/2023 0.0026 mg/L 0.0020 NA NA

IR-14-1-165-DW-SS-13 Water Fountain Room 165 01/13/2023 0.0020 U mg/L 0.0020 NA NA

IR-14-1-165-DW-F-13 Water Fountain Room 165 01/13/2023 0.0020 U mg/L 0.0020 NA NA

IR-14-1-165-DW-P-14 Water Fountain Room 165 01/13/2023 0.0019 J mg/L 0.0020 NA NA

IR-14-1-165-DW-SS-14 Water Fountain Room 165 01/13/2023 0.0020 U mg/L 0.0020 NA NA

IR-14-1-165-DW-F-14 Water Fountain Room 165 01/13/2023 0.0020 U mg/L 0.0020 NA NA

IR-14-1-162-CF-P-15
Classroom Sink Faucet 

Room 162
01/13/2023 0.0020 U mg/L 0.0020 NA NA

IR-14-1-162-CF-F-15
Classroom Sink Faucet 

Room 162
01/13/2023 0.0020 U mg/L 0.0020 NA NA

IR-14-1-MR-DWC-P-18
Water Fountain w/Cooler 

by Men's Restroom 
01/13/2023 0.0020 U mg/L 0.0020 NA NA

IR-14-1-MR-DWC-SS-18
Water Fountain w/Cooler 

by Men's Restroom 
01/13/2023 0.0020 U mg/L 0.0020 NA NA

IR-14-1-MR-DWC-F-18
Water Fountain w/Cooler 

by Men's Restroom 
01/13/2023 0.0020 U mg/L 0.0020 NA NA

IR-14-1-207-DWC-P-19
Water Fountain w/Cooler 

Room 207
01/13/2023 0.0020 U mg/L 0.0020 NA NA

IR-14-1-207-DWC-SS-19
Water Fountain w/Cooler 

Room 207
01/13/2023 0.0020 U mg/L 0.0020 NA NA

IR-14-1-207-DWC-F-19
Water Fountain w/Cooler 

Room 207
01/13/2023 0.0020 U mg/L 0.0020 NA NA

IR-14-1-207-WBF-P-20
Water Bottle Filler Room 

207
01/13/2023 0.0020 U mg/L 0.0020 NA NA

IR-14-1-207-WBF-SS-20
Water Bottle Filler Room 

207
01/13/2023 0.0020 U mg/L 0.0020 NA NA

IR-14-1-207-WBF-F-20
Water Bottle Filler Room 

207
01/13/2023 0.0020 U mg/L 0.0020 NA NA

IR-14-1-212-DWC-P-21
Water Fountain w/Cooler 

Room 212
01/13/2023 0.0020 U mg/L 0.0020 NA NA

IR-14-1-212-DWC-SS-21
Water Fountain w/Cooler 

Room 212
01/13/2023 0.0020 U mg/L 0.0020 NA NA

IR-14-1-212-DWC-F-21
Water Fountain w/Cooler 

Room 212
01/13/2023 0.0020 U mg/L 0.0020 NA NA



P Primary Sample U Not Detected in Laboratory Analysis 

SS Sequential Sample J
Result is Between Laboratory Detection Limit & 

Laboratory Reporting Limit
F Flush Sample
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