
Sample Name Sample Location Date Collected Result Qualifier Unit
Reporting 

Limit
Immediate Remedial Response Long-Term Remedial Response

IR-3-1-KIT-KF-P-01 Kitchen Faucet 01/11/2023 0.0015 J mg/L 0.0020 NA NA

IR-3-1-KIT-KF-F-01 Kitchen Faucet 01/11/2023 0.0020 U mg/L 0.0020 NA NA

IR-3-1-KIT-KF-P-02 Kitchen Faucet 01/11/2023 0.00073 J mg/L 0.0020 NA NA

IR-3-1-KIT-KF-F-02 Kitchen Faucet 01/11/2023 0.0020 U mg/L 0.0020 NA NA

IR-3-1-KIT-KF-P-03 Kitchen Faucet 01/11/2023 0.0011 J mg/L 0.0020 NA NA

IR-3-1-KIT-KF-F-03 Kitchen Faucet 01/11/2023 0.0020 U mg/L 0.0020 NA NA

IR-3-1-WR-DWC-P-04
Water Fountain 

w/Cooler by Women's 
Restroom 

01/11/2023 0.0020 U mg/L 0.0020 NA NA

IR-3-1-WR-DWC-SS-04
Water Fountain 

w/Cooler by Women's 
Restroom 

01/11/2023 0.0020 U mg/L 0.0020 NA NA

IR-3-1-WR-DWC-F-04
Water Fountain 

w/Cooler by Women's 
Restroom 

01/11/2023 0.0020 U mg/L 0.0020 NA NA

IR-3-1-125-CF-P-05
Classroom Sink Faucet 

Room 125
01/11/2023 0.0034 mg/L 0.0020 NA NA

IR-3-1-125-CF-F-05
Classroom Sink Faucet 

Room 125
01/11/2023 0.0020 U mg/L 0.0020 NA NA

IR-3-1-123-CF-P-06
Classroom Sink Faucet 

Room 123
01/11/2023 0.0023 mg/L 0.0020 NA NA

IR-3-1-123-CF-F-06
Classroom Sink Faucet 

Room 123
01/11/2023 0.0020 U mg/L 0.0020 NA NA

IR-3-MR-DWC-P-07
Water Fountain 

w/Cooler by Men's 
Restroom

01/11/2023 0.0020 U mg/L 0.0020 NA NA

IR-3-MR-DWC-SS-07
Water Fountain 

w/Cooler by Men's 
Restroom

01/11/2023 0.0020 U mg/L 0.0020 NA NA

IR-3-MR-DWC-F-07
Water Fountain 

w/Cooler by Men's 
Restroom

01/11/2023 0.0020 U mg/L 0.0020 NA NA



P Primary Sample U Not Detected in Laboratory Analysis 

SS Sequential Sample J
Result is Between Laboratory Detection Limit & 

Laboratory Reporting Limit
F Flush Sample
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